Filtration Laboratowt‘ 1

PERFORMANCE TEST OF
“CONICAL & CYLINDRICAL GAS TURBINE
CARTRIDGES” FOR GENERAL
VENTILATION APPLICATIONS
GAS TURBINE CARTRIDGES

Nominal Flow: 2650 m3/h
DHC Measured @ 450 Pa
Discharge Efficiency Method: According to 1ISO-16850-4

Test Report
Report Number: R-1400-1L5-942-1
08/01/2023
According to EN 779:2012

Order by:Deylaman filter - NIGTC-District5 (0
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Date: 140171026
Dac No: D-1400-1L5-942

EN-779-2012 Air Filter Test Result

Report No: R-1400-L5-842

Testing Organization: ISTT Filtration Lab,

Test No: 1400-15-942-1

Data Of Test:

Report No: | R-1400-L5-942

Supervisor: Dr . Hamdami

Test Requested By: |Deylaman Filter

Device Delivered By: |0040158 NIGTC-Districy)

Model: |C & C filter

Device Receiving data:

Manufacturer:

2/1/2023

Deylaman Filter Project No: |5926-DFA3115 N Q2

Type Of Media: |Air Filter Media

F.A:(m2)

44.1 Filter Dimension: |445x210=1320 mm
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Report No: R-1400-15-942
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The uncertainty of the measured efficiencies is reported on a 95% confidence level.
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Report No: R-1400-L5-942

Inject time after different dust loading phases

Air filter: C & C filter
Test no: 1400-15-942-1
Test aerosol: DEHS

|Bust concentration: (mg/m3) | 70

Efficiency %

Pressure drop (Pa)/ dust fed
Dust feed/Time o p (Pa)/ (8}

137 155 180 216 253 292 341 393 450
0 31 93 213 334 575 816 1296 1998
Time (min) 0.0 208 | 61.7 | 142.0 | 2224 | 383.3 | 543.7 | 864.3 | 13318
The uncertainty of the measured efficiencies is reported on a 95 % confidence level.
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Fractional efficiency after different dust loading phases Report No: R-1400-L5-942

Air Tilter: C & Cflter
Test no: 1400-L5-942-1
Test aerosol: DEHS
Air flow rate: (CMH) [2560
; : Efficiency %
Patiicle size:lam, Pressure drop (Pa)/ dust fed (g)
iiitaevil Mhsa 137 155 180 216 253 292 341 393 450
] 31 a3 213 334 575 g216 1296 1998
0.25-0.35 0.3 65.21 73.02 | 80.63 | 89.20 | 90.96 | 92.02 | 94.20 | 95.21 95.70
0.35-0.45 0.4 70.30 82.96 | 90.10 | 93.21 | 94.67 | 95.96 | 97.61 | 97.90 98.00
0.45 - 0.55 0.5 79.21 £9.11 | 93.63 | 97.20 | 98.00 | 98.62 | 99.22 | 99.40 99.46
0.65-0.75 0.7 Bl06 | 90.62 | 95.21 | 98.00 | 98.66 | 99.12 | 99.558 | 99.70 99.08
(0.85-0.95 0.9 84.37 91.63 | 96.31 | 9837 | 98.91 | 99.45 | 99.75 | 99.92 94,99
1.15-1.25 1.2 91.20 9263 | 97.00 | 99.13 | 99.34 | 99.45 | 99.90 | 99.91 100.00
1.65-1.75 1.7 93.06 05.06 | 97.02 | 99.40 | 99.50 | 99.66 | 99.20 | 100.00 100.00

The uncertainty of the measured efficiencies is reported on a 95 % confidence level.
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Average efficiency at different final test pressure drops

Report No: R-1400-L5-342

Air filter: C & Cfilter
Test no: 1400-1L5-942-1
Test aerosol: DEHS
Air flow rate: (CMH) |2560
Particle size (um) .Auerage Efficiency %
Final Pressure drop (Pa)

Interval Mean 216 341 450
0.25-0.35 0.3 B3.8 £1.25 88.8 £1.82 926 £1.54
0.35-0.45 0.4 80.1 £1.42 93.6 £1.67 96.1 +1.69
0.45 - 0.55 0.5 94.4 +0.98 96.9 +£1.53 93.4 +1.38
0.65 - 0.75 0.7 95,5 +1.35 97.7 £1.49 98.9 +1.27
0.85-0.95 0.9 96.3 £1.29 98.1 +1.57 99.2 +1.67
1.15-1.25 12 97.3 £1.54 98.6 +1.80 99.4 +1.65
1.65-1.75 1.7 97.9 £1.60 98.9 £1.27 99.5 +1.29
Test dust capacity 815.5 1296.4 1997.7

Filter class _ _ Fa

The uncertainty of the measured efficiencies is reported on a 95 % confidence level.
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Efficiency and pressure drop of discharged filter material (50% Flow)

Report No: R-1400-L5-942

Air filter: Gas turbine filter media
Test no: 1400-L5-942-1
Test aerosol: DEHS
Alr flow rate: (50%) |0.55 CMH
Media Velocity 0.008 m/sec
Sample filter area 0.018 m2
Particle size {um) Sample 1 Sample 2 | : _Sarnple 3 Average Value
Efficiency %
pressure drop (Pa)

e Wis 36.5 36.7 36.7 6.6
0.25-0.35 0.3 62.6 +0.98 62.0 £1.09 60.3 £1.36 6l.7
0.35-0.45 0.4 79.0 £0.659 78.3 +0.94 78.1 £1.38 78.4
0.45 - 0.55 0.5 82,6 +0.57 B2.1 10.63 83.2 £1.92 82.6
0.65-0.75 0.7 84.2 +0.59 86.0 £1.20 84.3 +0.88 84.8
0.85-0.95 0.9 85.6 £1.00 86.2 +0.67 86.6 £1.37 86.2
1.15-1.25 1.2 86.6 £1.69 87.0 £1.29 a87.3 £1.26 87.0
1.65-1.75 1.7 87.6 +0.97 88.4 +1.84 88.3 £1.82 88.1

The uncertainty of the measured efficiencies is reported on a 95 % confidence level.
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Efficiency and pressure drop of discharged filter material (100% Flow) Report No: R-1400-15-942

Air filter: Gas turbine filter media
Test no: 1400-L5-942-1
Test aerosol: DEHS
Air flow rate: (100%) 1.1 CMH
Media Velocity 0.017m/sec
Sample filter area 0.018 m2
. ; Sample 1 Sample 2 | Sample 3 Average Value
Ragticts yeu () Efficiency %
pressure drop (Fa)
ks i 76.3 77.5 77.1 77.0
0.25-0.35 0.3 59.2 £1.38 60.3 £1.46 61.0 £1.32 60.2
0.35-0.45 0.4 74.9 £1.67 74.2 £1.52 74.3 £1.25 74.5
0.45 - 0.55 0.5 78.6 £1.26 79.1 £1.71 79.2 £1.64 79.0
0.65-0.75 0.7 80.2 £1.20 81.1 +1.39 81.2 +0.85 80.8
0.85-0.95 0.9 83.6 £1.63 84.1 £1.72 843 £1.37 84.0
1.15-1.25 1.2 85.1 £1.27 84.9 £1.50 86.6 +0.73 85.5
1.65-1.75 1.7 86.2 +0.96 87.7 $1.26 87.5 £1.30 87.1

The uncertainty of the measured efficiencies is reported on a 95 % confidence level,
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Efficiency and pressure drop of untreated filter material (50% Flow)

Report No: R-1400-L5-942

Air filter: Gas turbine filter media
Test no: Gas turbine filter media
Test aerosol; 1400-15-942-1
Air flow rate: (50%) [0.55 CMH
Media Velocity 0.008 m/sec
Sample filter area 0.018 m2
particle size () Samplel | Sample2 | _ .Sample 3 Average Value
Efficiency %
pressure drop (Pa)

il Nean 37.2 37.1 37.0 37.1
0.25-0.35 0.3 70.3 +0.96 71.2 £0.94 711 $+1.21 70.9
0.35-0.45 0.4 80.0 £0.85 80.9 +0.68 79.6 +0.68 80.2
0.45-0.55 0.5 85.7 +0.69 86.2 +£0.53 85.6 +0.85 85.9
0.65-0.75 0.7 92.3 164 91.3 +0.84 91,2 +0.54 91.6
0.85-0.95 0.9 93 3 +0.82 94.9 +0.64 93.6 +0.68 93.9
1.15-1.25 1.2 94.9 £1.37 95.4 0.97 94.3 +0.38 24.9
1.65-1.75 1.7 96.6 £0.97 97.2 £1.09 97.0 +0.21 96.9

The uncertainty of the measured efficiencies is reported on

a 95 % confidence level.
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Efficiency and pressure drop of untreated filter material (100% Flow) Report Mo: R-1400-15-942

Air filter: Gas turbine filter media
Test no: Gas turbine filter media
Test aerosol: 1400-15-942-1
Air flow rate: (100%) |1.1 CMH
Media Velocity 0.017m/sec
Sample filter area 0.018 m2
piartiodo size: (i) Samplel | Sample2 | | .EampiE 3 Average Value
Efficiency %
—— o pressure drop (Pa)
76.3 74.9 75.9 75.7
0.25-0.35 0.3 70.4 +0.82 70.2 +0.60 70.7 £0.64 70.4
0.35-0.45 0.4 76.6 +0.95 76.2 £0.38 76.3 0,39 76.4
0.45 - 0.55 05 81.0 +0.38 80.6 +0.52 81.0 £0.52 80.9
0.65-0.75 0.7 87.7 #0.64 86.4 +0.49 B6.6 £0.67 86.9
0.85-0.95 0.9 90.4 +0.19 80.6 £1.50 91.3 +0.82 90.7
1.15-1.25 1.2 91.3 +0.67 91.3 +0.46 92.3 +0.19 91.6
1.65-1.75 1.7 92.7 £0.52 92.4 +0.51 94.6 +£0.40 93.2

The uncertainty of the measured efficiencies is reported on a 95 % confidence level.
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Report Mo; R-1400-L5-942

The Test
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